
BATESON BUILDING AIRBORNE MOLD SPORES* POST CLEARANCE -  JUNE 7, 2002 
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Organism Identification

BATESON BUILDING AIRBORNE MOLD SPORES *- 6.07.02 - These results show that post 
clearance mold levels for the Deck approximate outside mold levels as a condition of 

demolition.   Outside mold levels are greater than interior Atrium mold levels.   

OUTSIDE CONTROL   - 6.07.02 

ATRIUM - N.W. CORNER

DECK - S.W. CORNER

DECK - S.E. CORNER

DECK - WEST CENTRAL

 DECK - NORTH AVERAGE

OUTSIDE CONTROL   - 6.07.02 48 0 0 2340 0 48 48 0 48 0 48 0 573 48

ATRIUM - N.W. CORNER 96 0 143 191 0 0 0 0 0 0 96 0 239 0

DECK - S.W. CORNER 239 0 191 1098 48 0 0 48 143 48 239 0 430 0

DECK - S.E. CORNER 48 48 48 2101 287 48 0 0 143 0 143 48 382 48

DECK - WEST CENTRAL 96 48 191 1337 0 0 0 0 48 0 0 0 716 48

 DECK - NORTH AVERAGE 143 48 96 2436 0 0 0 48 48 48 96 0 621 0
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*Spore Trap, Non-Culturable Collection Analysis


